
WARNING For electric shock
Disconnect all power before

working within the unit

Must be performed by
licensed technician

 Please put back connections and
jumpers as per wiring diagram

NOTES:

D21-PS  Flowchart

Start D21-PS Test

Bad D21-PS Board Good D21-PS Board

Red light turns ON
in the board D21-PS

On the board D21-PS,
red light turns ON

Measure 24 VAC on D21-PS
board across "24VAC / GND"

 Measure 10 VDC or 24 VAC (depends on
your thermostat) across "+ / GND" (don't mix

with SSR "+/-" terminals)

Adjust the set point to maximum on the 
thermostat 

Verify the correct position of the jumper on the board
(0-10 VDC or AC/DC Pulse) , refer to label on D21-PS

Connect back the airflow sensor and remove the jumper
across "SSR +/- " on D21-PS board

and keep the set point to maximum

Bad Thermostat

Bad SSR

All connections and
settings are good

Verify thermostat connections or
Dipswitch setting. (note:

dipswitch only read on power up)

Put a jumper across "SSR +/-" and remove the
airflow sensor "A-A" on the board D21-PS

Use wiring diagram to troubleshoot the
heater and / or call tech support  at 
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